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GROUND FLOOR/FOUNDATION PLAN

FOUNDATION SCHEDULE

NAME

DIMENSIONS

THICKNESS

BOTTOM REINFORCEMENT TOP REINFORCEMENT

NOTESLONG SHORT LONG SHORT LONG SHORT
F5 5'-0" 5'-0" 1'-6" 6-#6 6-#6

F6 6'-0" 6'-0" 1'-6" 7-#6 7-#6

F7 7'-0" 7'-0" 1'-6" 9-#5 9-#5

F8 8'-0" 8'-0" 2'-0" 10-#6 10-#6

F0804 8'-0" 4'-0" 1'-6" 6-#6 9-#5

F1005 10'-0" 5'-0" 1'-6" 8-#7 11-#6

F1506 15'-0" 6'-0" 2'-0" 7-#7 14-#7 7-#7 14-#7

SLAB NOTE C-1
5" MIN. NORMAL WEIGHT CONCRETE SLAB-ON-GRADE
REINFORCED WITH #3@12" OC EACH DIRECTION. PLACE ON
15 MIL MIN. POLYETHYLENE SHEET ON RIGID INSULATION
OVER 6" CRUSHED STONE SUBBASE ON COMPACTED
SUBGRADE.

GROUND/FOUNDATION PLAN NOTES:
1. [X'-X"] INDICATES BOTTOM OF FOOTING ELEVATION.
2. P#  INDICATES PIER OR PILASTER TYPE. SEE S3-1.1 FOR

DETAILS. TYP. TOC EL. -0'-2" BELOW COLUMN BASEPLATE, UON.
3. ADD (2) #4x4'-0" SLASH BARS AT RE-ENTRANT CORNERS PER

TYPICAL DETAIL.
4. NEW BURIED UTILITIES. SEE TYPICAL DETAILS AT FOUNDATIONS.

COORDINATE SIZE AND LOCATIONS WITH MEP AND CIVIL
DRAWINGS.

JOHN H. THOMSEN
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SECOND FLOOR PLAN

S1-2.2

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

SLAB NOTE S-1
4 1/2" NORMAL WEIGHT CONCRETE SLAB ON 3"-20GA.
COMPOSITE METAL DECK (TOTAL DEPTH = 7-1/2").
REINFORCE WITH #3@12" OC EACH WAY.  SEE PLAN FOR
TOC EL. TOS EL. = 7-1/2" BELOW TOC UON WITH
[±X'-X"] INDICATING CHANGE FROM TYPICAL TOS EL.

 1/8" = 1'-0"

SECOND FLOOR FRAMING PLAN

SECOND FLOOR PLAN NOTES:
1. SEE ARCH. DWGS FOR EOS DIMS.
2. SEE ARCH. DWGS FOR STAIR DETAILS, TYP.
3. USE FULL DEPTH STIFFENER PLATE CONNECTION FOR ALL

BEAMS FRAMING INTO PERIMETER EDGE BEAMS, SEE
TYPICAL DETAIL.

4. COORDINATE ALL KNOCKOUT SHAFT DETAILS AND EOS
DIMS WITH ARCH. DWGS. RUN DECK CONTINUOUS PER
DETAILS.

5. 2-1/2" GAP FOR 1-1/2" MOVEMENT JOINT. SEE ARCH.
DRAWINGS JOINT DETAIL.

JOHN H. THOMSEN

PROFESSIONAL ENOINEER
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ROOF PLAN

S1-2.3

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

 1/8" = 1'-0"

ROOF FRAMING PLAN

SLAB NOTE D-1
3", 20 GA. GALV METAL ROOF DECK TYPE B.
TYPICAL TOS EL. = 3" BELOW DECK EL. NOTED ON
PLAN

ROOF PLAN NOTES:
1. SEE ARCH. DWGS FOR EOS.
2. SEE ARCH. DWGS FOR STAIR DETAILS.
3. USE FULL DEPTH STIFFENER PLATE CONNECTION FOR ALL

BEAMS FRAMING INTO PERIMETER EDGE BEAM. SEE TYPICAL
DETAILS.

4. CONTRACTOR TO COORDINATE EQUIPMENT SUPPORTS AND
OPENING FRAMING LOCATIONS WITH APPROVED ROOFTOP
EQUIPMENT SUBMITTALS, ARCH. AND MEP-FP DRAWINGS.  AHU
CURBS TO BEAR DIRECTLY ON ROOF STEEL BEAMS. CENTER
STEEL FRAMING UNDER EQUIPMENT SUPPORTS, UON.

5. SEE TYPICAL DETAILS FOR FRAMING AT ROOF DRAINS AND
VENTS OPENINGS. MAXIMUM DRAIN OR VENT EQUIPMENT
WEIGHT = 600LBS. COORDINATE LOCATION WITH ARCH. AND
MEP DRAWINGS.

6. PROVIDE GUARDRAIL PER ARCH DETAILS, COORD EXTENTS W/
ARCH. DWGS.

7. COORDINATE EXTERIOR STAIR SUPPORT BEAM LOCATION WITH
ARCH. DWGS.

8. COORDINATE ROOF HATCH SIZE AND LOCATION WITH ARCH.
DRAWINGS.

9. COORDINATE FUTURE ROOF SHAFT LOCATIONS WITH ARCH.
DRAWINGS. DO NOT CUT METAL DECK AT THIS TIME.

10. 3" GAP MIN. FOR 2" MOVEMENT JOINT. SEE ARCH. DRAWINGS
FOR JOINT DETAILS.

11. EQUIPMENT BOOM SUPPORTS, SEE SECOND FLOOR REFLECTED
CEILING PLAN SHEET S1-3.0.

EQUIPMENT DESIGN PARAMETERS
SET ALL EQUIPMENT ON PRE-FABRICATED CURBS ON METAL DECK.
NAME DESIGN WEIGHT PLAN DIMS
AHU-1    160 KIPS 50'x40'
CHILLER    8 KIPS 7'-4"x16'-6"
ACCU 1 KIP 5'x3'

JOHN H. THOMSEN

PROFESSIONAL ENOINEER
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SECOND FLOOR CEILING
EQUIPMENT PLAN

S1-3.0

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

 1/8" = 1'-0"

SECOND FLOOR CEILING EQUIPMENT PLAN (ROOF FRAMING)

SECOND FLOOR RCP NOTES:
1. CONTRACTOR MUST COORDINATE FINAL EQUIPMENT SUPPORT

LOCATIONS WITH APPROVED MANUFACTURER'S SUBMITTAL AND
DESIGN SUPPORTS FOR OWNER SELECTED EQUIPMENT.
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SECOND FLOOR
103'-1"

ECBA D

ICU ROOF TOS
116'-1 1/2"

STAIR FLOOR
88'-1"

1

S5-1.0
1A

S5-1.0

10'-0" 10'-0" 10'-0"
1'-2 1/2"

10'-0" 10'-0"
1'-2 1/2"

10'-0"

APPROX. GRADE,
SEE CIVIL DWGS

NOTES:
1. ALL CURTAIN WALL AND METAL PANELS SUPPORTED AT SECOND FLOOR FOR GRAVITY AND LATERAL CONNECTIONS. ROOF IS FOR LATERAL CONNECTION ONLY.

1A

S5-1.0
SIM

1

S5-1.0
SIM

SLAB EDGE
ANGLE

SLAB EDGE
ANGLE

SECOND FLOOR
103'-1"

FE

ICU ROOF TOS
116'-1 1/2"

STAIR FLOOR
88'-1"

E
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APPROX. GRADE,
SEE CIVIL DWGS

SECOND FLOOR
103'-1"

2 1.434

ICU ROOF TOS
116'-1 1/2"

STAIR FLOOR
88'-1"
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S4-1.0

3.2
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S5-1.0
SIM

APPROX. GRADE,
SEE CIVIL DWGS
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4'-10"
1'-6"

2

S5-1.0
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1

S5-1.0
SIM
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SECOND FLOOR
103'-1"

21 1.2 3 4

ICU ROOF TOS
116'-1 1/2"
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10'-0"10'-0"
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SIM

1

S5-1.0
SIM
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SIM

APPROX. GRADE,
SEE CIVIL DWGS

5'-7"
1'-0"1'-0"
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1
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SIM
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EXTERIOR ELEVATIONS

S2-1.0

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

 1/8" = 1'-0"S2-1.0
1 EAST ELEVATION

 1/8" = 1'-0"S2-1.0
2 CONNECTOR EAST ELEVATION

 1/8" = 1'-0"S2-1.0
3 NORTH ELEVATION

 1/8" = 1'-0"S2-1.0
4 SOUTH ELEVATION
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STAIR FLOOR STAIR FLOOR

88'-1" 88'-1"

SECOND FLOOR SECOND FLOOR

103'-1" 103'-1"

ICU ROOF TOS ICU ROOF TOS

116'-1 1/2" 116'-1 1/2"

STAIR ROOF TOS STAIR ROOF TOS

130'-1" 130'-1"

Column Locations

A-1 A-2 A-3 A-4 B-1 B-2 B-3 B-4 B.8-1 C-1.2 C-2 C-3 C-4 C.6-1.2 D-2 D-3 D-4 E-1 E-1.4 E-2.5 E-3.2 F-1 F-1.4
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BP-3

MF
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MF
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W
10
x3
3

87'-3"

1"

BP-1

P1A P1A P1A P1 P1A P1 P1 P1A P1 P2 P1 P1 P1A P3 P1 P1 P1 P2 P1A P5A P5 P2A P1

COLUMN SCHEDULE NOTES

1. TOP OF STANDARD COLUMN STACK ELEVATION IS AT TOP OF
STEEL ELEVATION OF HIGHEST BEAM FRAMING TO IT UON. TOP
OF COLUMNS WITH CAP PLATES SHALL ALIGN WITH TOP
OF CONCRETE SLAB.

2. SEE BASE PLATE DETAILS ON S3-1.0 FOR INFORMATION ON
BASE PLATE TYPES.

3. SEE CONCRETE PILASTER DETAILS ON S3-1.1 FOR INFORMATION
ON PILASTER TYPES.

4. WHERE INDICATED BY "GALV.", COLUMN SHALL BE HOT-DIPPED
GALVANIZED.

5. IF FABRICATOR ADDS COLUMNS SPLICES FOR ERECTION, PLACE
ALL SPLICES +4'-6" FROM NEAREST LEVEL.

COLUMN SCHEDULE SYMBOLS LEGEND

MF INDICATES THAT COLUMN IS PART OF MOMENT FRAME 
LATERAL LOAD-RESISTING SYSTEM.

INDICATES THAT COLUMN LOCATION IS OFFSET IN PLAN
FROM GRID. SEE PLAN FOR EXACT LOCATIONS.

INDICATES THAT COLUMN BEARS ON STEEL TRANSFER BEAM.
SEE TYPICAL DETAIL.

INDICATES BEAM FRAMES OVER COLUMN WITH CAP PLATE.
SEE TYPICAL DETAIL.

INDICATES THAT COLUMN BEARS ON CONCRETE PILASTER.

INDICATES THAT COLUMN BEARS ON CONCRETE WALL.

PI
LA
ST
ER

COLUMN SCHEDULE SYMBOLS LEGEND (CONT.)

INDICATES COLUMN SPLICE WITH END CAP PLATE AND BASE
PLATE.

INDICATES TYPICAL GRAVITY COLUMN SPLICE.

MF

TYPE
ANCHOR ROD

ROD MATERIAL
NUT

MATERIAL
MIN. WELD GROUT NOTES

DIAMETER L

G
RO
U
T

L

GROUT HOLES ON BASE
PLATES IF REQUIRED FOR
BASE PLATE TYPE.

DOUBLE NUT
WITH 3/8" THICK
PLATE WASHER;
MINIMUM SIZE 3X
BOLT DIAMETER.

ANCHOR RODS.
SEE TABLE.

SEE TABLE

NOTES:
1. PROVIDE LEVELING NUTS AND SHIM PACKS AS

REQUIRED TO MAINTAIN COLUMN LEVELNESS.
2. WASHER PLATES ASTM A36
3. MATCH SURFACE PREPARATION AND FINISH OF BEARING

PLATE, ANCHOR RODS, WASHERS, AND WASHER PLATES
TO THAT OF COLUMNS.

4. FOR ROUND COLUMNS, WELD ALL AROUND PERIMETER
OF SECTION.

BOLT LOCATION VARIES
SEE BASE PLATE
DETAILS

SEE TABLE
AND NOTE 4

1/4TYP.

FINISHED SURFACES

5/16
AR-1 3/4"∅ 1'-6"

F1554
GRADE 55

A563
GRADE A 2"

WELDABILITY
SUPPLEMENT

5/16
AR-2 1 1/4"∅ 2'-0"

F1554
GRADE 55

A563
GRADE A 2"

WELDABILITY
SUPPLEMENT

BASE PL
ANCHOR
ROD HOLE

1 5/16"∅

2 1/16"∅

WASHER
THICKNESS

3/8"

1/2"

WASHER
DIAMETER

2"∅

3"∅

2 1/2" 2 1/2"

1'-0"

1'
-
0"

2 
1/
2"

2 
1/
2"

5/16

5/16
BOTH FLANGES

AR-1

3" 3"

1'-4"

1'
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3"

5/16
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WEB

3" 3"

1'-8"
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-
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AR-2
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WEB
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COLUMN SCHEDULE AND
BASEPLATE DETAILS

S3-1.0

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

COLUMN SCHEDULE

BOTTOM OF BASE
PLATE ELEVATION

BASE PLATE TYPE

BASE PLATE
THICKNESS

PILASTER TYPE

NOTES

COLUMN LOCATIONS

COLUMN SCHEDULE NOTES

 3/4" = 1'-0"

BASE DETAIL
1

 1 1/2" = 1'-0"

BASE PLATE TYPE: BP-1 (W10 GRAVITY)
BP-1  1 1/2" = 1'-0"

BASE PLATE TYPE: BP-2 (W12 LATERAL)
BP-2  1 1/2" = 1'-0"

BASE PLATE TYPE: BP-3 (W14 LATERAL)
BP-3
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#4@12" STIRRUPS
AND TIES

(8)-#9 VERTS

GRID

GRID

1'
-
5"

1'
-
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2'
-
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1'-5" 1'-5"

2'-10"

#4@12" STIRRUPS
AND TIES
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GRID
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2'-10"

E

2.5

1'-2" 10" (12)-#7 VERTS

#4@12" STIRRUPS
AND TIES

1'
-
2"

11
"

SEE TYP.
DETAILS FOR
WALL CORNER
REINFORCEMENT.

E

3.2

#4@12" STIRRUPS
AND TIES

(12)-#7 VERTS
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"
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"

SEE TYP.
DETAILS FOR
WALL CORNER
REINFORCEMENT.
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3
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(6)-#7 VERTS

#4 TIES @12" OC

#4 @12 EF HOOKED
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W/ 6" EMBED

10
"
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"

10 1/2"
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(E) MECH
WELL WALL

F

1

E

E9

(12)-#9 VERTS

#4@12" STIRRUPS
AND TIES

1'
-
3"

2'
-
0"
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CAST TIGHT TO EXISTING
FOUNDATION WALL. APPLY
BOND BREAKER BETWEEN
(N) AND (E).
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PIER DETAILS

S3-1.1

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

 3/4" = 1'-0"

PIER P1
P1  3/4" = 1'-0"

PIER P1A
P1A

 3/4" = 1'-0"

PIER P5A
P5A 3/4" = 1'-0"

PIER P5
P5

 3/4" = 1'-0"

PIER P2
P2

 3/4" = 1'-0"

PIER P3
P3

 3/4" = 1'-0"

PIER P2A
P2A
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E

STAIR FLOOR
88'-1"

SEE PLAN AND TYP.
DETAILS FOR SLAB
REINFORCEMENT

#4 @ 12 EW EF

#4 CONTINUOUS
IN CURB

#4@12 HOOKED BAR
UNDER SHELF

RIGID INSULATION
SEE ARCH. DWGS.

1" INSULATION GAP

6"

1'
-
0"

SEE CIVIL DWGS FOR
FINISHED GRADE

SEE DETAIL 1/S4-1.0
FOR BALANCE OF INFO

STAIR FLOOR
88'-1"

1" INSULATION GAP#4@12" U BAR

(4)-#4

3'-0"

1'
-
0"

1'-0"

SEE PLAN FOR SLAB
REINFORCEMENT

#4 @ 12 EW EF

SEE CIVIL DWGS FOR
FINISHED GRADE

RIGID INSULATION
SEE ARCH. DWGS

LA
P 
LE
N
G
TH

STAIR FLOOR
88'-1"

C.6
E

E6

SEE P3/S3-1.1 FOR
PIER REINFORCEMENT

(E) MECH. PAD.
SEE CIVIL DWGS.

(E) MECH. WELL
WALL. SEE PLAN

(E) TOW EL. = 89'-4" ± VIF

6"
 
M
IN
.

(9)-#5 HOOKED
ADHESIVE DOWELS

WITH 6" EMBED, MIN.

(6)-#6

CLR.
2"

1'
-
6"

2'-0"

C
LR
.

3"

DOWELS TO MATCH PIER
VERTICAL BARS, SET WITH
ADHESIVE AND MIN. 8" EMBED

±
 
VI
F

1'
-
0"

(E) WALL
1'-0" ±

(2)-#4 DOWELS @
3" OC @ TOP OF PIER
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CONCRETE SECTIONS
AND DETAILS

S4-1.0

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

 3/4" = 1'-0"S4-1.0
2 FOUNDATION WALL AT DOOR OPENING

 3/4" = 1'-0"S4-1.0
1 TYPICAL FOUNDATION WALL AT STAIR

 3/4" = 1'-0"S4-1.0
3 SECTION: COLUMN PIER AT EXISTING WALL

JOHN H. THOMSEN

PROFESSIONAL ENOINEER
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SECOND FLOOR
103'-1"

EOS SEE PLAN

L3x2-1/2x5/16(LLV)

TOS EL = 102'-11 1/2"

2@12

2@12
T&B

SEE TYP. DETAIL
FOR CW EOS

1 
1/
2"

2"

SECOND FLOOR
103'-1"

1

ICU ROOF TOS
116'-1 1/2"

E

E1

3/
4"

4"

DEPRESSION AT SLAB EDGE FOR FOR
EXPANSION JOINT ASSEMBLY, SEE ARCH. DWGS.

3/8" BENT PLATE
PER TYP DETAILS

SEE ARCH. DWGS.
(E) FOB

4"
 
M
IN
.

4" EMBED

NEW L6x4x3/8x9'-0" LLV
W/ 3/4"Ø ADHESIVE ANCHORS
@ 1'-0" O.C.

SEE ARCH. DWGS
FOR JOINT DETAIL

SEE ARCH. DWGS
FOR JOINT DETAIL

BENT PLATE AND EDGE
REIN. PER TYP. DETAIL

FINISH STRIP
SEE TYP. DETAILS

3"

STIFFENER PLATE, SEE
TYPICAL DETAIL 4/S0-2.3

SECOND FLOOR
103'-1"

PL 3/8"x8" xCONT.

1/2"2 1/2"
HSS5x2x1/4

2'
-
11
 
1/
2"

TOS EL = 106'-0 1/2"

@4'-0"OC MAX.

PL. 1/2"x6"x1'-0"
WITH LONG SLOTTED HOLES

EXT. EDGE

2"
4"

2"

PLATE WASHER

SEE TYP. DETAIL
1/S0-2.3 FOR CW EOS

3/4"Ø EXPANSION ANCHOR
WITH 4-1/2" EMBED

1/4

1/4"x2"x2" PLATE WASHER
4"

SECOND FLOOR
103'-1"

A

CJP TOP FLANGE

NOTE:
BEAM SIZES WILL VARY, BUT
DETAIL CONCEPTS WILL REMAIN.
SEE TYP. DETAILS FOR GRAVITY
MOMENT DEMANDS. SLAB NOT
SHOWN FOR CLARITY

BOLTED END PLATE
CONNECTION

W18 CANTILEVER W21 VARIES SEE PLAN

STIFF PLATE FOR MOMENT
CONNECTION BEYOND PER

TYP. DETAILS

SECOND FLOOR
103'-1"

E

6"1'-3"

1/2"

3/8"x1'-9"xCONT. PLATE
AT STAIR OPENING

3/8" CONTINUOUS WEB
PLATE. STOP 12" BACK
FROM ENDS OF BEAM
FOR CONN. ACCESS

1/4 4@12
TYP. T+B

1/4 4@12

1/4 4@12

W21 OR W18,
SEE PLAN

SECOND FLOOR
103'-1"

1

ICU ROOF TOS
116'-1 1/2"

E

E1

SEE ARCH. DWGS.
(E) FOB

(E) BRICK TO
REMAIN

BENT PLATE AND EDGE
REIN. PER TYP. DETAILS

SEE ARCH. DWGS
FOR JOINT DETAIL

SEE ARCH. DWGS
FOR JOINT DETAIL

FINISH STRIP
SEE TYP. DETAILS

3"

STIFFENER PLATE, SEE
TYPICAL DETAIL 4/S0-2.3

WITH ARCH. DWGS
2 1/2" COORDINATE

A

ICU ROOF TOS
116'-1 1/2"

1/
2"
 
±

8"

BEAM SIZE VARIES,
SEE PLAN

ARCH. PLANS
EOS SEE FINISH STRIP, SEE

TYP. DETAILS

L5x5x3/8" CONT.
COORD TOS EL.

WITH ARCH. DWGS.

1/4 2@12

1/4 2@12

ERECTION BOLT AT
4'-0" O.C. IN 2"

VERT SLOTTED HOLE

3/8" BENT PLATE

STIFFENER PLATE, SEE
TYPICAL DETAIL 4/S0-2.3

NOTE: SEE DETAIL 4/S0-2.3 FOR BALANCE OF INFORMATION NOT SHOWN

ICU ROOF TOS
116'-1 1/2"

L2x2x1/4
BRACE, TYP.
2 PER FACE

L3x3x5/16
VERT. LEG, TYP.

1"x2'-4"x2'-4"
REMOVABLE PLATE, NOTE 1

L6x4x3/8 LLV,
TYP. OF 2

3/4"Ø A325-SC
BOLTED CONN.

3/16 4"TOT.
3 SIDES

HANGER ASSEMBLY BY MANUFACTURER

. 2"±1/2", NOTE 1

FINISHED CEILING ELEVATION, SEE ARCH. DWGS.

FIELD ADJUST,
BOTH DIRECTIONS

NOTES:
1. PLATE ACCESS HOLES, BOLT PATTERNS, AND FINAL ELEVATION TO BE

COORDINATED PER MANUFACTURER REQUIREMENTS AND APPROVED
SUBMITTALS.

EA. END
1'-0" MIN.

3/16 4

3/16 4
EA. END

SEE PLAN

7A

S5-1.0

VERT ANGLE W/ 3/8"x3.5"x3.5"
CONN. PLATE

3/4"Ø A325 BOLT, TYP.

SEE NOTE 1 ANGLE TO CONN. PLATE

CL

CL

2'
-
3"

2'
-
4"

2'-4"

2'-3"

SECOND FLOOR
103'-1"

FRAMING VARIES, SEE PLAN

RUN DECK CONTINUOUS
ACROSS FUTURE OPENING.
CUT DECK OUT IN FUTURE.

POUR STOP CLOSURE PLATE
AND REINFORCEMENT PER

TYPICAL DETAILS.

SEE ARCH. DRAWINGS FOR
DECK FIRE PROTECTION.
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STEEL SECTIONS AND
DETAILS

S5-1.0

REPLACE/RELOCATE
DEFICIENT ICU

KAK/MJB

JHT

 3/4" = 1'-0"S5-1.0
1 SECTION: CURTAIN WALL SILL SUPPORT AT EOS

 3/4" = 1'-0"S5-1.0
5 SECTION: EOS JOINT AT CORRIDOR TO EXISTING BLDG.

 3/4" = 1'-0"S5-1.0
1A SECTION: CURTAIN WALL RAISED SILL SUPPORT FRAME

 3/4" = 1'-0"S5-1.0
3 SECTION: TYPICAL PERIMETER CANTILEVER CONNECTION

 3/4" = 1'-0"S5-1.0
2 PLATE AT PERIMETER STAIR GIRDER

 3/4" = 1'-0"S5-1.0
4 SECTION: EOS JOINT AT EXISTING BLDG.

 3/4" = 1'-0"S5-1.0
6 SECTION: TYPICAL ROOF EOS

 3/4" = 1'-0"S5-1.0
7 SECTION: OPERATING ROOM EQUIPMENT BOOM SUPPORT

 1" = 1'-0"S5-1.0
7A EQUIPMENT SUPPORT PLATE PALN DETAIL

 3/4" = 1'-0"S5-1.0
8 SECTION: SHAFT KNOCK OUT PANEL
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